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Appendix D 
 

Access and Water Supply Recommended Guidelines 
 

 
Introduction 
This appendix has been designed with public education in mind and is intended to be used to 
help familiarize homeowners, contractors and developers with general principles of the 
access and water supply needs of firefighters. The recommendations in this section are based 
on proven practices. However, they are not intended to be a substitute for locally adopted 
codes. 
 
Emergency response personnel do their best to respond to calls in a timely manner, often 
while negotiating difficult terrain. Planning for access by emergency equipment allows for a 
more efficient response, improving safety for residents and their families as well as the 
firefighters and emergency medical technicians that will arrive on scene. This is especially 
important in rural areas where response times may be considerably longer than in cities.  
 

Access Guidelines 
Driveway Turnarounds 
Turnarounds, unobstructed by parking are designed to allow for the safe reversal of direction 
by emergency equipment. The “Y”  and “Hammerhead” turnarounds shown below are 
preferred because they provide the necessary access while minimizing disturbance to the site. 
Turnarounds should be located at the end of every driveway. 
 

Driveway Width and Height 
Driveways should have an unobstructed vertical clearance of 13 feet 6 inches. Trees may 
need to be limbed and utility lines relocated to provide the necessary clearance. Driveways 
should have a 12-foot wide drivable surface and 14 feet of horizontal clearance.    
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Driveway Pullouts 
Driveway pullouts are designed with sufficient length and width to allow emergency vehicles 
to pass one another during emergency operations. These features should be placed at 400-
foot intervals along driveways and private access roads (community driveways). The location 
of pullouts may be modified slightly to accommodate physical barriers such as rock 
outcroppings, wetlands and other natural or manmade features. 
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Address Markers 
All buildings should have a permanently posted, reflective address marker mounted on a non-
combustible pole. The sign should be placed and maintained at each driveway entrance. Care 
should be given to assure that the location would not become obscured by vegetation, snow 
or other features natural or manmade. It is critical that the location and markings are adequate 
for easy nighttime viewing. It is preferable to locate markers consistently within 
communities. For example, five feet above ground level on the right side of every driveway. 
Where multiple homes are accessed by a single driveway, all addresses that are accessed via 
that driveway should be clearly listed on the driveway marker. Where multi-access 
driveways split, each fork should indicate all residences accessed and the proper direction of 
travel. It is not adequate to simply mark addresses on a common pole in the center of the 
fork. Residential homes should have an additional reflective address marker permanently 
attached to the home in clear view of the driveway or access road. Homes that are marked by 
lot number while under construction should have the lot number removed and a permanent 
address marker posted before granting a certificate of occupancy.  
 

Bridge Load L imits 
Bridge load limits should be posted with a permanently mounted, reflective marker at both 
entrances to the bridge.  Care should be given to assure that these markers would not become 
obscured by vegetation, snow or other features natural or manmade. It is critical that the 
location and markings are adequate for easy nighttime viewing. 
   

 
Alternative Water  Sources 
Although the Vista Fire Protection District has an adequate network of pressurized hydrants, 
there are homes on large lots and in remote locations that could make use of additional on-
site water for fire suppression. In some areas, it may also be possible to use existing ponds as 
an additional water source by adding a dry hydrant installation. The following information on 
the use of cisterns and dry hydrants is included as a potential way to supplement the existing 
system of pressurized hydrants and is not intended to be a substitute for them. Although the 
dry hydrant manual included in this section was originally written for high elevation 
installations the same principles would be applicable to installations in Vista Fire Protection 
District.  
 

Cisterns 
Once emergency vehicles have arrived on site, they will need a dependable supply of water 
to help control the fire. Although residential wells with outdoor taps can be used by fire 
Districts to help fill engine tanks, they are not adequate for fire control. If the property is a 
significant distance from a reliable water supply or fire District station, it may be advisable to 
install one of the following water supply options: 

·  An on-site 1,800 to 2,500 gallon cistern for each residence. 

·  A monetary contribution to a large community cistern fund. 

·  A dry-hydrant installation in a nearby pond, lake or stream. 
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For more information about local standards and regulations, please contact the Vista Fire 
Protection District.  
 

 
 
It is always helpful to discuss any potential construction project with the fire district.  Your 
VFPD officials can help determine what kind of access and water supply options will work 
best for your site. While the guidelines in this appendix have been assembled by querying 
firefighters with extensive wildland-urban interface firefighting and fire code experience, the 
VFPD is in the best position to offer site-specific information.  
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DRAFT HYDRANT MANUAL1 

ALTERNATE WATER SUPPLY POLICY 
 

Scope: 
This policy is intended to offer guidance and assistance to the property owner, contractor and 
developer in meeting the requirements of the Uniform Fire Code and Chapter 14 (as 
amended) of the Uniform Building Code for the provision of adequate water supplies for 
rural firefighting. This policy does not necessarily meet ISO requirements for installation of a 
draft fire hydrant. There are very limited areas within the VFPD for the utilization of draft 
hydrants.  Private ponds and potentially pools may be the only water sources where a draft 
hydrant would increase the water supply capacity.  
 

Goals: 
1. To reduce ISO ratings. 
2. To design each installation with the capability of flowing 1,000 gpm. 
3. To function to protect life and property. 

 

Definition: 
A draft fire hydrant is a specially designed and constructed fire hydrant, which has been 
approved by the Fire District having jurisdiction. This draft fire hydrant shall be connected to 
a year-round draft water source of sufficient capacity to meet the fire fighting needs of the 
property(s) involved. Fire hydrants, which are connected to a pressurized municipal 
watercourse, are not covered by this policy. 
 

Permits 
A. A review of the draft fire hydrant plans shall be completed by the Fire District having 

jurisdiction prior to issuing a grading permit to allow construction of a draft hydrant. 
A site plan review shall be used to determine site-specific requirements including, but 
not limited to depth of pipe, required insulation materials, backfill requirements, and 
draft site requirement. Additionally, information containing drought conditions for 
the past 50 years may be required to be submitted. 

B. A statement signed by the owner of the property on which the draft hydrant will be 
located, shall authorize access to and use of the draft fire hydrant by the Fire District 
and its agents. The Fire District having jurisdiction will be using water under the 
presumption of non-injury/non-consumption for fire emergency use. 

 

                                                 
1 A guide for developing alternative water sources for rural fire protection from code originally developed for 
Summit County, Colorado. 



 

D-6 
 

Vista FPD – Community Wildfire Protection Plan  December 2005 
Appendix D – Access and Water Supply Recommended Guidelines 
 

Acceptance Testing 
A. All draft hydrants shall be subject to acceptance testing approved by the Fire District 

having jurisdiction prior to being accepted as a water source. Acceptance testing shall 
include GPM verification of the water source. Maintenance and testing will return 
water within 200 feet of its drainage. 

 

Maintenance 
A. Draft fire hydrants require bi-annual testing and maintenance.  The hydrants should 

be tested with a pumper. Back flushing followed by a pumper test at a maximum 
designed flow rate, with records kept of each test, is required. Tests of this kind will 
not only verify proper condition, but also keep the line and strainer clear of silt and 
the water supply available for any fire emergency. 

B. Any homeowner utilizing the draft hydrant who has obtained points for mitigation or 
an ISO classification shall be responsible at all times for keeping the draft hydrant 
and its protective barriers free from obstruction by vehicles, materials, structures, 
snow, or other obstructions, and shall maintain the draft hydrant in a serviceable 
condition at all times. 

C. It shall be the responsibility of the property owners using the hydrant for mitigation of 
ISO classification purposes to immediately notify the Fire District having jurisdiction 
of any draft hydrant which is obstructed, damaged, or our of service for any reason. 

 

Design Requirements 
A. All draft hydrants shall be located within eight (8) feet of a road maintained year-

round. Access to the system shall conform to the road and bridge standards in 
Appendix D "Access and Water Supply". 

B. All draft hydrants shall have a single draft connection located a maximum of 30”  
measured from the grade level of the roadway where the fire apparatus will be parked 
to the top of the draft hydrant’s threaded connection. Additionally, life shall be 
determined by measuring from year-round low level of the water surface to the truck 
intake. 

C. All draft hydrants shall have a draft tube running horizontally from the water source 
to the base of the riser consisting of a minimum of six (6) inch PVC. PVC pipe 
meeting AWWA specification C9000 with a SDR of 18 or less may be required 
through or under foundations and under driveways (Schedule 80 pipe or its equivalent 
may be deemed necessary in some instances). All joints must be sealed watertight, 
airtight and root-proof. 

D. The piping shall be placed in bedding material of ¾” washed or screen rock or in 
native soils, providing that the native soils contain no sharp materials or stone larger 
than two and one-half (2½) inches that may damage the piping. 

E. The bedding material shall be placed to a depth of four (4) inches below the pipe and 
six (6) inches above the top of the pipe. 
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F. The draft fire hydrant pipe extending from the water source to the rise pipe 
connection shall have a grade of minimum .5% to a maximum 2% toward the water 
source. (This excludes the riser section immediately preceding the fire District 
connection). 

G. All draft fire hydrants shall have a single draft connection consisting of an approved 
fitting and cap having a 6”  male NST threads.  (Size of connection shall be 
determined by the Fire District having jurisdiction.) 

H. No more than two elbows are recommended.  Elbows may be 90 or 45 degree bends.  
 

Installation Requirements 
A. All draft fire hydrants shall be painted (oil base paint) in a color other than that used 

for local pressurized hydrants. This will help to identify the draft hydrants and  
protect PVC pipe from the adverse effects of sunlight.  

B. All draft fire hydrants shall be protected from damage by snowplows, motor vehicles, 
etc., by the installation of three (3) steel pipes buried three (3) feet into the ground 
with four (4) feet extending above the grade level of the roadway. The entire pipe 
shall be filled with concrete. The protective pipes shall be located in a triangle 
configuration approximately three (3) feet away from the draft hydrant. Steel pipes 
shall be painted with red oil base paint and reflective tape. 

C. All draft hydrants shall be required to have a sign stating “draft hydrant”  in a location 
acceptable to the Fire District having jurisdiction. 

 
The above policy is subject to change or modification by the Fire District having jurisdiction. 
 

 


